Mitchell, Brian

From: Mitchell, Brian

Sent: Monday, June 19, 2017 12:33 PM
To: ‘Arnold, Doug'

Subject:

FW: Special Drinking Water Data from Keystone Labs

Attachments: 1F70691_1 Keystone_SummaryNoQC 06 14 17 1642.PDF

Here are the results. Let me know when you guys are ready to discuss your plan for the site.

Brian Mitchell

RCRA Corrective Action Officer
EPA Region 7

AWMD/WRAP

2.3-P44

11201 Renner Blvd

Lenexa, Kansas 66219
913-551-7633 work
816-304-4158 cell

From: Jefferson Water Plant [mailto:jeffwaterplant@hotmail.com]
Sent: Monday, June 19, 2017 11:10 AM

To: Mitchell, Brian <Mitchell.Brian@epa.gov>
Subject: Fw: Special Drinking Water Data from Keystone Labs

LA

66£695

,102/61/90 VIO

[

Brian,

Let us know if you receive this.

Thanks, Tom

From: results@keystonelabs.com <results@keystonelabs.com>
Sent: Wednesday, June 14, 2017 4:46 PM




To: jeffwaterplant@hotmail.com
Subject: Special Drinking Water Data from Keystone Labs

This is an automated message from the Element DataSystem® LIMS at Keystone Laboratories, Inc. - Newton. It includes one or more file
attachments. If you have any questions about this email or if this email has been sent to you in error, please contact: Keystone Laboratories, Inc. -

Newton 600 East 17th Street South Newton, IA 50208 641-792-8451 Phone 641-792-7989 Fax Submitting Client: Jefferson Water Department
Project Name: Special Drinking Water



(feystone

LABORATORIES, INC.

June 14, 2017
Work Order: 1F70691 Page 1 of 8
Report To Work Order Information
Tom Schilling Date Received: 06/08/2017 9:55AM
Jefferson Water Department Collector: Silbaugh, Mike
1000 North Cedar Street Phone: (515) 386-2611
Jefferson, IA 50129 PO Number:
Project : Special Drinking Water
Project Number: 3742004
Analyte Result MRL Batch Method Analyst Analyzed Qualifier
1F70691-01 WELL #4 (1953) Matrix:Drink Wtr Collected: 06/07/17 14:10
Vinyl Chloride <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 19:21
1,1-Dichloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 19:21
Dichloromethane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 19:21
trans-1,2-Dichloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 19:21
cis-1,2-Dichloroethylene 7.25 ug/L 0.50 1AF0350 5242 DGB  06/13/17 19:21
1,1,1-Trichloroethane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 19:21
Carbon Tetrachloride <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 19:21
Benzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 19:21
1,2-Dichloroethane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 19:21
Trichloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 19:21
1,2-Dichloropropane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 19:21
Toluene <0.50 ug/L 0.50 1AF0350 524.2 DGB  06/13/17 19:21
1,1,2-Trichloroethane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 19:21
Tetrachloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 19:21
Monochlorobenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 19:21
Ethylbenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 19:21
Xylenes (total) <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 19:21
Styrene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 19:21
o-Dichlorobenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 19:21
p-Dichlorobenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 19:21
1.2.4-Trichlorobenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 19:21
Surrogate: Dibromofluoromethane 95.5 % 80-126 DGB  06/13/17 19:21
Surrogate: 1,2-Dichloroethane-d4 95.0 % 72-144 DGB  06/13/17 19:21
Surrogate: Toluene-d8 96.8 % 90-111 DGB  06/13/17 19:21
Surrogate: 4-Bromofluorobenzene 94.4 % 83-111 DGB  06/13/17 19:21

The results in this report apply to the samples analyzed in accordance with the chain of custody document. This analytical report must be reproduced in

its entirety. Samples were preserved in accordance with 40 CFR for pH adjustment unless otherwise noted. MRL= Method Reporting Limit.

Phone 641-792-8451

600 East 17th Street South

Newton, A 50208

Fax 641-792-7989




feystone

LABORATORIES, INC.

Jefferson Water Department
1000 North Cedar Street

Jefterson, IA 50129
June 14, 2017

Work Order: 1F70691 Page 3 of 8
| Analyte Result MRL Batch Method Analyst  Analyzed  Qualifier |
1F70691-03 WELL #7 (1981) Matrix:Drink Wtr Collected: 06/07/17 13:30
Toluene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:58
1,1,2-Trichloroethane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:58
Tetrachloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:58
Monochlorobenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:58
Ethylbenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:58
Xylenes (total) <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:58
Styrene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:58
o-Dichlorobenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:58
p-Dichlorobenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:58
1,2,4-Trichlorobenzene <0.50 ug/L 0.50 1AF0350 5242 DGB 06/13/17 20:58
Surrogate: Dibromofluoromethane 96.4 % 80-126 DGB  06/13/17 20:58
Surrogate: 1,2-Dichloroethane-d4 91.5% 72-144 DGB  06/13/17 20:58
Surrogate: Toluene-d8 98.3 % 90-111 DGB  06/13/17 20:58
Surrogate: 4-Bromofluorobenzene 93.0 % 83-111 DGB  06/13/17 20:58
1F70691-04 WELL #8 (1997) Matrix:Drink Wtr Collected: 06/07/17 13:40
Vinyl Chloride <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 21:46
1,1-Dichloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 21:46
Dichloromethane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 21:46
trans-1,2-Dichloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 21:46
cis-1,2-Dichloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 21:46
1,1,1-Trichloroethane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 21:46
Carbon Tetrachloride <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 21:46
Benzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 21:46
1,2-Dichloroethane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 21:46
Trichloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 21:46
1,2-Dichloropropane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 21:46
Toluene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 21:46
1,1,2-Trichloroethane <0.50 ug/L 0.50 1AF0350 524.2 DGB 06/13/17 21:46
Tetrachloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 21:46
Monochlorobenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 21:46
Ethylbenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 21:46
Xylenes (total) <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 21:46
Styrene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 21:46
o-Dichlorobenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 21:46
p-Dichlorobenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 21:46
1,2,4-Trichlorobenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 21:46
Surrogate: Dibromofluoromethane 95.4 % 80-126 DGB  06/13/17 21:46

The results in this report apply to the samples analyzed in accordance with the chain of custody document. This analytical report must be reproduced in
its entirety. Samples were preserved in accordance with 40 CFR for pH adjustment unless otherwise noted. MRL= Method Reporting Limit.

Phone 641-792-8451 600 East 17th Street South Fax 641-792-7989
Newton, [A 50208
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LABORATORIES, INC.

Jefferson Water Department
1000 North Cedar Street
Jefferson, IA 50129

June 14, 2017

Work Order:  1F70691 Page 2 of 8
I Analyte Result MRL Batch Method Analyst  Analyzed Qualifier
1F70691-02 WELL #6 (1980) Matrix:Drink Wtr Collected: 06/07/17 14:35
Vinyl Chloride <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:10
1,1-Dichloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:10
Dichloromethane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:10
trans-1,2-Dichloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:10
cis-1,2-Dichloroethylene 0.92 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:10
1,1,1-Trichloroethane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:10
Carbon Tetrachloride <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:10
Benzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:10
1,2-Dichloroethane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:10
Trichloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:10
1,2-Dichloropropane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:10
Toluene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:10
1,1,2-Trichloroethane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:10
Tetrachloroethylene <0.50 ug/L. 0.50 1AF0350 5242 DGB  06/13/17 20:10
Monochlorobenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:10
Ethylbenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:10
Xylenes (total) <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:10
Styrene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:10
o-Dichlorobenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:10
p-Dichlorobenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:10
1,2.4-Trichlorobenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:10
Surrogate: Dibromofluoromethane 96.9 % 80-126 DGB  06/13/17 20:10
Surrogate: 1,2-Dichloroethane-d4 92.9 % 72-144 DGB  06/13/17 20:10
Surrogate: Toluene-d8 98.3 % 90-111 DGB  06/13/17 20:10
Surrogate: 4-Bromofluorobenzene 93.5 % 83-111 DGB  06/13/17 20:10
1F70691-03 WELL #7 (1981) Matrix:Drink Wtr Collected: 06/07/17 13:30
Vinyl Chloride <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:58
1,1-Dichloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:58
Dichloromethane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:58
trans-1,2-Dichloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:58
cis-1,2-Dichloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:58
1,1,1-Trichloroethane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:58
Carbon Tetrachloride <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:58
Benzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:58
1.2-Dichloroethane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:58
Trichloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:58
1,2-Dichloropropane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 20:58

The results in this report apply to the samples analyzed in accordance with the chain of custody document. This analytical report must be reproduced in

its entirety. Samples were preserved in accordance with 40 CFR for pH adjustment unless otherwise noted. MRL= Method Reporting Limit.

Phone 641-792-8451

600 East 17th Street South

Newton, A 50208

Fax 641-792-7989
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LABORATORIES, INC.

Jefferson Water Department
1000 North Cedar Street
Jefferson, IA 50129

June 14, 2017

Work Order: 1F70691 Page 4 of 8
[ Analyte Result MRL Batch Method Analyst  Analyzed  Qualifier |
1F70691-04 WELL #8 (1997) Matrix:Drink Wtr Collected: 06/07/17 13:40
Surrogate: 1,2-Dichloroethane-d4 913 %o 72-144 DGB  06/13/17 21:46
Surrogate: Toluene-d8 100 % 90-111 DGB  06/13/17 21:46
Surrogate: 4-Bromofluorobenzene 91.7 % 83-111 DGB  06/13/17 21:46
1F70691-05 WELL #9 (1981) Matrix:Drink Wtr Collected: 06/07/17 14:25
Vinyl Chloride 0.51 ug/L 0.50 1AF0350 5242 DGB  06/13/17 22:34
1,1-Dichloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 22:34
Dichloromethane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 22:34
trans-1,2-Dichloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 22:34
cis-1,2-Dichloroethylene 17.7 ug/L 0.50 1AF0350 5242 DGB  06/13/17 22:34
1,1,1-Trichloroethane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 22:34
Carbon Tetrachloride <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 22:34
Benzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 22:34
1,2-Dichloroethane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 22:34
Trichloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 22:34
1,2-Dichloropropane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 22:34
Toluene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 22:34
1,1,2-Trichloroethane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 22:34
Tetrachloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 22:34
Monochlorobenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 22:34
Ethylbenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 22:34
Xylenes (total) <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 22:34
Styrene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 22:34
o-Dichlorobenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 22:34
p-Dichlorobenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 22:34
1,2,4-Trichlorobenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 22:34
Surrogate: Dibromofluoromethane 95.0 % 80-126 DGB  06/13/17 22:34
Surrogate: 1,2-Dichloroethane-d4 90.7 % 72-144 DGB  06/13/17 22:34
Surrogate: Toluene-d8 98.1 % 90-111 DGB  06/13/17 22:34
Surrogate: 4-Bromofluorobenzene 91.6 % 83-111 DGB  06/13/17 22:34
1F70691-06 WELL #10 (1997) Matrix:Drink Wtr Collected:  06/07/17 14:00
Vinyl Chloride <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 23:22
1,1-Dichloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 23:22
Dichloromethane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 23:22
trans-1,2-Dichloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 23:22
cis-1,2-Dichloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 23:22
1,1,1-Trichloroethane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 23:22
Carbon Tetrachloride <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 23:22

The results in this report apply to the samples analyzed in accordance with the chain of custody document. This analytical report must be reproduced in

its entirety. Samples were preserved in accordance with 40 CFR for pH adjustment unless otherwise noted. MRL= Method Reporting Limit.

Phone 641-792-8451

600 East 17th Street South

Newton, A 50208

Fax 641-792-7989



feystone

LABORATORIES, INC.

Jefferson Water Department
1000 North Cedar Street

Jefferson, IA 50129
June 14, 2017

Work Order: 1F70691 Page 5 of 8
I Analyte Result MRL Batch Method Analyst Analyzed Qualifier I
1F70691-06 WELL #10 (1997) Matrix:Drink Wtr Collected: 06/07/17 14:00
Benzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 23:22
1,2-Dichloroethane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 23:22
Trichloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 23:22
1,2-Dichloropropane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 23:22
Toluene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 23:22
1,1,2-Trichloroethane <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 23:22
Tetrachloroethylene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 23:22
Monochlorobenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 23:22
Ethylbenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 23:22
Xylenes (total) <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 23:22
Styrene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 23:22
o-Dichlorobenzene <0.50 ug/L 0.50 1AF0350 5242 DGB  06/13/17 23:22
p-Dichlorobenzene <0.50 ug/L 0.50 1AF0350 524.2 DGB  06/13/17 23:22
1,2,4-Trichlorobenzene <0.50 ug/L 0.50 1AF0350 5242 DGB 06/13/17 23:22
Surrogate: Dibromofluoromethane 94.8 % 80-126 DGB  06/13/17 23:22
Surrogate: 1,2-Dichloroethane-d4 87.6 % 72-144 DGB  06/13/17 23:22
Surrogate. Toluene-d8 99.1 % 90-111 DGB  06/13/17 23:22
Surrogate: 4-Bromofluorobenzene 91.7 % 83-111 DGB  06/13/17 23:22

The results in this report apply to the samples analyzed in accordance with the chain of custody document. This analytical report must be reproduced in
its entirety. Samples were preserved in accordance with 40 CFR for pH adjustment unless otherwise noted. MRL= Method Reporting Limit.

Phone 641-792-8451 600 East 17th Street South Fax 641-792-7989
Newton, [A 50208



Lfeystone

LABORATORIES, INC.

Jefferson Water Department
1000 North Cedar Street
Jefferson, IA 50129

Work Order: 1F70691

June 14, 2017
Page 6 of 8

Certified Analyses included in this Report

Method/Matrix Analyte

Certifications

524.2 in Drink Wtr

Vinyl Chloride SIA1X
1,1-Dichloroethylene SIA1X
Dichloromethane SIA1X
trans-1,2-Dichloroethylene SIA1X
cis-1,2-Dichloroethylene SIA1X
1,1,1-Trichloroethane SIA1X
Carbon Tetrachloride SIA1X
Benzene SIA1X
1,2-Dichloroethane SIA1X
Trichloroethylene SIA1X
1,2-Dichloropropane SIA1X
Toluene SIA1X
1,1,2-Trichloroethane SIA1X
Tetrachloroethylene SIA1X
Monochlorobenzene SIA1X
Ethylbenzene SIA1X
Xylenes (total) SIA1X
Styrene SIA1X
o-Dichlorobenzene SIA1X
p-Dichlorobenzene SIA1X
1,2,4-Trichlorobenzene SIA1X
Code Description Number Expires
KS-KC Kansas Department of Health and Environment-KC E-10110 05/31/2017
KS-NT Kansas Department of Health and Environment (NELAP E-10287 10/31/2017
MO-KC Missouri Department of Natural Resources 140 04/30/2015
SIA1X lowa Department of Natural Resources 95 02/01/2019
Notes and Definitions
QB-02 The method blank contains analyte at a concentration above the MRL; however, sample concentration was less than the MRL or

less than the applicable action level.

The results in this report apply to the samples analyzed in accordance with the chain of custody document. This analytical report must be reproduced in
its entirety. Samples were preserved in accordance with 40 CFR for pH adjustment unless otherwise noted. MRL= Method Reporting Limit.

Phone 641-792-8451 600 East 17th Street South
Newton, [A 50208

Fax 641-792-7989
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LABORATORIES, INC.

Jefferson Water Department
1000 North Cedar Street
Jefferson, IA 50129
June 14, 2017

Work Order:  1F70691 Page 7 of 8

End of Report

>, ]
My AL

Keystone Laboratories, Inc.

Dara Hanson
Project Manager |

The results in this report apply to the samples analyzed in accordance with the chain of custody document. This analytical report must be reproduced in
its entirety. Samples were preserved in accordance with 40 CFR for pH adjustment unless otherwise noted. MRL= Method Reporting Limit.

Phone 641-792-8451 600 East 17th Street South Fax 641-792-7989
Newton, A 50208
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CHAIN OF CUSTODY RECORD
; ‘ {'sttonc 600 East 17th Street South Page 1 of 1

Newton, 1A 50208 Printed: 8512017 157 48PM

LABORATORIES, INC. e www keystonelabs.com
~ SITE INFORMATION 7~ REPORTTO ~ INVOICE TO
Sampler: ‘ Tom Schiliing Tom Schifling
P " 5, Jefferson Water Department ! Jatterson Water Dept - Billing
mfuct: Special Drinking Water 000 North Cetdar Street ! 20 KW Chestnut St
] PWSIDE 3742004- Jefferson, 1A 50128 Jefferson, 14 50128
" / / 4 /
- SPECIAL INSTRUCTIONS ————— /— LAB USE ONLY 5 e ~\
o [ ] Custody Seal
Hone WorkOrder | - T1O09] | Containers Intact
Temperature COCiLabels Agree
Turn Around Time ) ; Preservation Confirmed
| ,\p Standard [TJRUSH, need by il J oD g | Received on lce y
Sample Number of Lab Sample
Number Sample Identification / Client ID Matrix Type Date Time Caontainers Analyses Number
U000 WLOT/WLDT OWELL 84 (1953) Dinkwr SP G 1707 1) opM 1,,! Eree CI2 Total CI2 Oy
04001 WLO3 J WLD3 / WELL #6 [1980) oikwr|  SP |G 1717 | DAGPN o{ Ere I o 0%
05001 WLO4  WLUS | WELL #7 (1981) ok SP |G 17 47 | | 3ePm "{ Froe G2 Total CI2 . 0%
06-001, WLlB / WLOR [ WELL #8 (1807} Onokvar! 8P |2 171(] 13{{}?1\'\ “\ Eree CI2 Total CI2 0N
G7.001] WLOS {WLES F WELL #2 (1981) Drekwr P | (7471 AiasT Y Free 12 Total CI2 05
08001 WLOB ! WLOG / WELL #10 (1997} Dinkwr|  SP e 17117 JW0OPM U Fras CI2 Total CI2 O\
09001 £ Trp Blank Drink W (/21 S0 A o7
Tu /L ' ==
“}tﬁl.‘ :u}‘ W/;’/I 7 Remarks:
sinquished ?y " IDateiTime Relipguis 5 é - PareTime h Wai Bacterta Sample Types
gl ik, { g~ RT Routine REAIF Repaat Up
N v Csengn 1 7 y oo SP Specist RP-DM Repaat Down
\\ NC New Ling Ext SONLYY  RPVOR Répeat Ongiat
Received By DateiTima Received for Lab By Date/Time RL Raplacemen RP.OT Repeat Citer

Crigiread - Lab Copy « Yellow - Sumpler Copy

LIAPIQ YI0AN

8 Jo g 35k

1690L41

L10T ‘p1 dunp

6T10S VI ‘uosiyaf

193.41S Iepa) YroN 0001
jusuIeda(] I9)BAN UOSIDJL

ONI's3IdOoLIvIOodv
2U0ISA2)Y|

=
m
=
o
m
=

Al



